























Metered Energy Data Display

A GUIDE FOR BUILDING DESIGNERS

Energy Display System Uses and Visuals (Cont.) i

DATA QUALITY VERIFICATION

Alarms and
Notifications warning a
user of uncharacteristic
data spikes indicating
likely metering errors.

Acceptable Operating Range

1/!2 « Notifications e
Likely Data Error

12:00 AM
1:00 AM
2:00 AM
3:00 AM
4:.00 AM
5:00 AM
6:00 AM
7:00 AM
8:00 AM
9:00 AM

10:00 AM

11:00 AM

12:00 PM
1:00 PM
2:00 PM
3:00 PM
4:00 PM
5:00 PM
6:00 PM
7:00 PM
8:00 PM
9:00 PM

10:00 PM

11:00 PM

12:00 AM




